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ATTACHMENT U-1
LIST OF CONSTITUENTS IN MONITORING PROGRAM

AND ASSOCIATED TEST METHODS AND METHOD DETECTION LIMITS (MDLs)1

CONSTITUENTS USEPA
METHOD

MDLs

CONVENTIONAL POLLUTANTS mg/L

Oil and Grease 1664 5
Total Phenols 420.1 0.1
Cyanide 0.005
pH 150.1 0 - 14
Temperature None
Dissolved Oxygen Sensitivity to 5 mg/L

BACTERIA

Total Coliform 9221B <20mpn/100ml
Fecal Coliform 9221B <20mpn/100ml
Enterococcus 9221B <20mpn/100ml

GENERAL mg/L

Dissolved Phosphorus 300 0.05
Total Phosphorus 300 0.05
Turbidity 180.1 0.1NTU
Total Suspended Solids 160.2 2
Total Dissolved Solids 160.1 2
Volatile Suspended Solids 160.4 2
Total Organic Carbon 415.1 1
Total Petroleum Hydrocarbon 1664 5
Biochemical Oxygen Demand 405.1 2
Chemical Oxygen Demand 410.4 20-900
Total Ammonia-Nitrogen 350.2 0.1
Total Kjeldahl Nitrogen 351.2 0.1
Nitrate-Nitrite 4110 0.1
Alkalinity 310.1 2
Specific Conductance 120.1 1umho/cm
Total Hardness 130.2 2
MBAS 425.1 <0.5
Chloride 4110 2
Fluoride 4110 0.1
Sulfate 4110 2
Methyl tertiary butyl ether (MTBE) 1

                                                                
1 Does not include analytical methods or MLs for CTR priority pollutants that have multiple acceptable analytical methods,
which are listed in Attachment U-2 (Appendix 4 of SIP).  These pollutants are in bold and labeled with "SIP".
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METALS µg/L

Aluminum 202.1 100
Antimony SIP SIP
Arsenic SIP SIP
Beryllium SIP SIP
Cadmium SIP SIP
Chromium SIP SIP
Copper SIP SIP
Hex. Chromium SIP SIP
Iron 236.2 100
Lead SIP SIP
Manganese 243.2 30
Mercury SIP SIP
Nickel SIP SIP
Selenium SIP SIP
Silver SIP SIP
Thallium SIP SIP
Zinc SIP SIP

SEMIVOLATILE ORGANIC
COMPOUNDS

µg/L

Acids 8250
2-Chlorophenol 8250 <2
2, 4-Dichlorophenol SIP SIP
2,4-dimethylphenol
2, 4-Dinitrophenol 8250 <3
4,6-dinitro-o-cresol
2-Nitrophenol 8250 <3
4-Nitrophenol 8250 <3
4-Chloro-3-methylphenol
Pentachlorophenol SIP SIP
Phenol 8250 <1
P-chloro-m-cresol
2,4,6-Trichlorophenol 8250 <1

BASE/NEUTRAL 8250 µg/L
Acenapthene 8250 <0.5
Acenapthylene SIP SIP
Anthracene 8250 2.0
Benzidine 8250 <3
Benzo(a)anthracene 8250 <1
Benzo(a)pyrene 8250 <1
Benzo(b)flouranthene 8250 <1
Benzo(k)flouranthene 8250 <1
Bis(2-chloroethoxy)methane 8250 <1
Bis(2-chlorisopropyl)ether 8250 <1
Bis(2-chloroethyl)ether 8250 <1
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Bis(2-ethylhexl)phtalate 8250 <3
4-Bromophenyl phenyl ether 8250 <1
Butyl benzyl phthalate 8250 <3
2-Chloronapthalene 8250 <1
4-Chlorophenyl phenyl ether 8250 <1
Chrysene 8250 <1
Dibenz(a,h)anthracene SIP SIP
1,3-Dichlorobenzene 8250 <0.5
1,4-Dichlorobenzene 8250 <0.5
1,2-Dichlorobenzene 8250 <0.5
3,3-Dichlorobenzidine 8250 <3
Diethylphthalate 8250 <0.5
Dimethylphthalate 8250 <0.5
Di-n-butylphthalate 8250 <3
2,4-Dinitrotoluene 8250 <0.5
2,6-Dinitrotoluene 8250 <0.5
1,2-Diphenylhydrazine SIP SIP
Di-n-octylphtalate 8250 <3
Fluoranthene SIP SIP
Fluorene SIP SIP
Hexachlorobenzene 8250 <0.5
Hexachlorobutadiene 8250 <1
Hexochlorocyclopentadiene 8250 <3
Hexochloroethane 8250 <1
Indeno(1,2,3-cd)pyrene SIP SIP
Isophorone 8250 <0.5
Napthalene SIP SIP
Nitrobenzene 8250 <0.5
N-Nitrosodimethylamine 8250 <3
N-Nitrosodiphenylamine SIP SIP
N-Nitroso-di-N-propylamine 8250 <1
Phenanthrene SIP SIP
Pyrene SIP SIP
1,2,4-Trichlorobenzene 8250 <0.5

CHLORINATED PESTICIDES 608 µg/L

Aldrin 608 0.005
alpha-BHC 608 0.05
beta-BHC 608 0.05
delta-BHC 608 0.05
gamma-BHC (lindane) 608 0.05
alpha-chlordane 608 0.05
gamma-chlordane 608 0.05
4,4'-DDD 608 0.05
4,4'-DDE 608 0.05
4,4'-DDT 608 0.01
Dieldron 608 0.01
Endosulfan I 608 <0.1
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Endosulfan II 608 <0.1
Endosulfan sulfate 608 0.05
Endrin 608 0.01
Endrin aldehyde 608 0.01
Heptachlor 608 0.01
Heptachlor Epoxide 608 0.01
Methoxychlor 608 <0.5
Toxaphene 608 0.5

Polychlorinated Biphenyls 608 µg/L
Aroclor-1016 608 0.5
Aroclor-1221 608 0.5
Aroclor-1232 608 0.5
Aroclor-1242 608 0.5
Aroclor-1248 608 0.5
Aroclor-1254 608 0.5
Aroclor-1260 608 0.5

CARBAMATE & UREA PESTICIDES µg/L
Carbofuran 531.1 <5
Diuron 1
Thiobencarb 507 <0.1

ORGANOPHOSPHATE PESTICIDES µg/L
Chlorpyrifos 0.05
Diazinon 0.01
Prometryn 507 2
Atrazine 507 2
Simazine 507 <2
Cyanazine 507 2
Molinate 507 <0.01
Malathion 1

HERBICIDES µg/L
Benzaton 515.1 <2
Glyphosate 547 5
2,4-D 515.1 <0.02
2,4,5-TP-SILVEX 515.1 <0.2
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ATTACHMENT U-2

Appendix 4 from SIP (can be downloaded from www.swrcb.ca.gov/iswp/final.pdf )
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ATTACHMENT U-3
SHORELINE MONITORING STATIONS

Station Location1 Latitude Longitude
S1 Surfrider Beach, Malibu, 50 yds E. of breech 34.03500 118.67833
S2 Topanga Point, Malibu, seaward of lifeguard station 34.03833 118.58083
S3 Pulga storm drain, Pacific Palisades, 50 yds E. of drain 34.03361 118.53417
S4 Santa Monica Canyon storm drain, Pacific Palisades, 50 yds

E. of drain
34.02639 118.51861

S5 Santa Monica Pier, Santa Monica, 50 yds S. of pier 34.00833 118.49667
S6 Pico-Kenter storm drain, Santa Monica, 50 yds S. of drain 34.00583 118.49250
S7 Ashland storm drain, Santa Monica, 50 yds S. of drain 33.99639 118.48472
S8 Windward storm drain, Los Angeles, 50 yds S. of drain 33.98778 118.47750
S9 Marina Del Rey Beach, Marina Del Rey, at lifeguard tower. 33.98139 118.45833
S10 Ballona Creek, Playa Del Rey, 50 yds S. of south jetty 33.96083 118.45611
S11 Culver Blvd., extended, Playa Del Rey, N side of Culver storm

drain
33.95639 118.45167

S12 Imperial Hwy. Storm drain, Playa Del Rey, 50 yds S. of drain 33.93028 118.43722
S13 El Porto, Manhattan Beach, 40th St. extended 33.90389 118.42250
S14 Manhattan Beach Pier, Manhattan Beach, 50 yds S. of pier 33.88360 118.41278
S15 Hermosa Beach Pier, Hermosa Beach, 50 yds S. of pier 33.86111 118.40278
S16 Redondo Pier, Redondo Beach, 50 yds S. of pier 33.83833 118.39111
S17 Ave. I storm drain, Redondo Beach, Ave. I extended, 50 yds

S. of drain
33.81889 118.39111

S18 Malaga Cove, Palos Verdes Estates, Arroyo Circle extended 33.80500 118.39467
1 Station locations from Ocean Water Regulatory & Monitoring Protocol, County of Los Angeles,
Department of Health Services, May 5, 1999.
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Attachment U-4
Total Maximum Daily Loads Scheduled for Implementation in

Los Angeles County Watershed Within 10 Years

Waterbody TMDL
Malibu Coliform, Nutrients
Malibu Creek Lakes and
Tributaries

Metals

Ballona Creek Trash, Coliform, Historic Pesticides,
Metals, TBT

Dominguez Channel/LA
Harbor

Coliform, PAHs, Historic Pesticides, PCBs,
DDT, Metals, Nutrients, Trash

Los Angeles River Trash, Nutrients, Coliform, Chlorpyrifos,
Metals

San Gabriel River Nutrients, Coliform, Metals, Trash
San Gabriel Lakes Coliform
Santa Monica Bay
Beaches

Coliform, Metals, Chlordane, Historic PCBs
and Pesticides

Santa Clara River Historic Pesticides, Chloride, Coliform,
Nitrogen, Eutrophication, Trash

Los Cerritos Channel Metals, Ammonia, Coliform


